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Exhale
Chapel Hill, NC
MECHANICAL ROOM LAYOUT

PENETRATIONS THROUGH PUMP
ROOM WALL FOR 7x 1/2" I.D.
HIGH PRESSURE STAINLESS
STEEL FOG PIPE, 1x 1"
ELECTRICAL CONDUIT FOR
LIGHTING, 1x 3/4" CONDUIT
FOR BONDING WIRE LOOP

±1000GAL

NOTE: 
OFF-SET
ELECTRICAL
EQUIPMENT W/
UNISTRUT FRAME
FROM WALL AND
CABLES

PRE-TREATMENT OF WATER
SUPPLY TO BE DETERMINED
BASED ON SITE WATER
TESTING.
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SCHEMATIC LAYOUT PLAN
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AS NOTED

PUMP ROOM PLAN
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Exhale
Chapel Hill, NC
FEATURE LAYOUT & DETAILS

NOTE:
PROVIDE WATER TIGHT
PENETRATIONS AT
STRUCTURAL SLAB FOR
ALL FOG SUPPLY PIPES
& ELECTRICAL CONDUIT.
LOCATIONS TO BE
COORDINATED
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